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 This paper addresses the nonlinear identification of liquid saturated steam heat 
exchanger (LSSHE) using artificial neural network model. Heat exchanger is a 
highly nonlinear and non-minimum phase process and often its working conditions 
are variable. Experimental data obtained from fluid outlet temperature 
measurement in laboratory environment is used as the output variable and the rate 
of change of fluid flow into the system as input too. The results of identification 
using neural network and conventional nonlinear models are compared together. 
The simulation results show that neural network model is more accurate and faster 
in comparison with conventional nonlinear models for a time series data because of 
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Heat exchangers are used widely in most industries as an important part of the thermal energy recovery 
networks. Among the important applications of these converters can be referred to their role in natural gas 
processes, exothermic reactions, refrigeration, power plants, etc.  Different types of heat exchangers can be 
mentioned shell heat exchanger, double-tube heat exchangers, shell heat exchanger and plate heat exchanger. 
Double-tube heat exchangers that suitable for high pressure applications are the most common types of heat 
exchangers used in oil refineries, chemical processing steam generators and condensers [1]. Another 
advantage of these converters is that for specific heat transfer occupies less area than the shell exchanger 
type. This heat exchanger consists of a large cylindrical tank (shell) in high pressure and some tubes inside it. 
Fluid moving inside the tube lead to the flowing of hot steam on the tubes and inside the shell. Due to the 
large number of tubes and their high exposure surface, steam heat is transferred to the liquid in the tubes and 
brings liquid to boil. On the other hand, this processes a highly nonlinear process due to a number of 
associated phenomena with the flow and heat transfer. Some of these are complicated heat and fluid flow, 
geometries, turbulence in the flow, non-uniform local heat transfer rates and fluid temperatures as well as 
temperature dependency on fluid properties, etc. On the other hand, heat exchanger is frequently operated 
under varying operating conditions in common practice. As a result, adequate nonlinear models are 
indispensable in the characterization of such processes for the appropriate use and efficient control of heat 
exchangers under varying conditions and significant influence of such nonlinear dynamics. Because of some 
changes in water flow, heat exchangers have delays that caused a time dependent non-minimum phase 
identification problems to control nonlinear systems. Due to Nonlinear identification and control of such 
systems, some different approaches are presented. Two methods for detecting of heat exchanger in tube and 
shell types presented in [3] that the first approaches modeling the real physical parameters of the converter, 
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using of Newton's laws of physics and the second approaches non-parametric system identification technique 
based on the data. Identification of a heat exchanger with three inputs and one output with linear least squares 
(LLS) algorithm to build a tree including functions of authentication for parameters estimation of linear 
models is considered [4]. Model parameters estimation of heat exchanger has been studied using least squares 
method and state space filters [5]. Extracting of NARX polynomial models using simulation error 
minimization, the effect of sampling time on the choice of structure for polynomial and comparison results 
with other detection methods such as prediction error minimization (PEM) has been presented [6]. System 
identification of heat exchanger based on hammerstein-wiener models with software simulations and 
compared with experimental data obtained in the laboratory environment has been performed [7]. In recent 
years, use of artificial neural networks and fuzzy logic developing because the relationship between system 
inputs and outputs requires no complicated mathematical formulas. The main problem in identifying with 
fuzzy approach is increasing the number of required laws knowledge of the qualitative behavior of the 
system, computation time for inference and conclusions with increasing of model complexity. This paper is 
organized as follows. Mathematical model of heat exchanger using heat transfer equations is presented in 
Section II. In the third part, the nonlinear system identification methods such as nonlinear ARX models and 
artificial neural network (ANN) models with theories and theoretical arguments are given. In the fourth part, 
sum of squares error (SSE) between each observed indicators as compared with the average of observations 
in a data set trial and mean square error (MSE) has been paid. Finally obtained results based on identification 
of the neural network approach with conventional techniques have been compared together. 
 
 
2. MATHEMATICAL MODELING OF HEAT EXCHANGER TUBES 
A simple heat exchanger is composed of straight tubes and fluid flow which is interconnected. 
Subscript i, j represents the pipes 1 or 2, Assuming the pipe length L, the heat capacity of the fluid Ci (energy 





Figure 1.A view of a heat exchanger tubes. 
 
 
Heat exchanger tube parameters for T1 (x) and T2 (x) are functions of x (distance along the tube). 
Using the concept of Newton's law, rate of change of energy in a small volume of fluid is proportional to the 




dt ൌ γሺTଶ െ Tଵሻ 
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Where ui (x) is heat energy per unit length and γ is a constant related to the heat between the two 
tubes per unit length. Since the time rate of temperature of the fluid is proportional to the mass variation thus 













Where Ji = ci.ji is flow rate of Thermal mass. Differential equations expressing the dynamic 
behavior of the heat exchanger can be written as follows:  
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∂x ൌ γሺTଵ െ Tଶሻ 
Because the equation is written in the steady state conditions thus there is no derivative of 
temperature respect to time and any heat transfer at the end of the tube. So it not been seen any second 
derivative of x in the equation of heat. By solving these two coupled first order differential equation, we 
have: 
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୨మ, kଵ ൅ kଶ ൌ 1and A, B are  constants of integration that not been determined yet. 
Assuming T10, T20 and T1L, T2Lare the temperatures of two tubes at x = 0 and x = L respectively, the 















By solving the above integrals, the temperatures will be obtained as follows: 
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Choosing any pair of above temperatures, the constants of integration will be disappearing and it 
helps to find unknown constants for other four temperatures also. The total energy transfer is calculated from 
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According to the law of conservation of energy, the total energy of a system must be zero due to 
transmission and energy absorption.Tഥଶ െ Tഥଵis known as average temperature difference and indicate the 
effectiveness of the heat exchanger in heat energy transfers process. To identify the heat exchanger 
considering to laboratory prototype, the flow rate of liquid mass as input parameters J1, the temperature of 
outlet fluid (T1) as the output of the process has been considered. Experimental result has been adapted from 
database for the identification of systems Daisy. 
 
 
3. IDENTIFICATION USING NONLINIER METHODS 
Since the heat exchanger for internal heat and fluid interactions is a highly nonlinear and non-
minimum phase system therefore nonlinear methods should be used to identify it. In this paper, two 
approaches for nonlinear identification of converter are presented. 
 
3-1Nonlinear ARX Method 
Nonlinear ARX (NARX) Model that was presented for the first time [9] proposed a nonlinear 
differential equations form as the follows: 
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Where f represents the nonlinear mapping, u(t) and y(t) the sample input and output and nu and ny 
are the maximum time shift for input and output respectively. One of most common representation for 
NARX model in the above equation is polynomial form which function f  is as a polynomial of degree 1 and 




         ∑ f୧భ ቀx୧భሺtሻቁ ൅ ∑ ∑ f୧భ୧మ ቀx୧భሺtሻ, x୧మሺtሻቁ ൅⋯൅୬୧మୀଵ୬୧భୀଵ୬୧భୀଵ
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1 ൑ m ൑ l 
 
WhereӨ୧భ୧మ…୧ౣare unknown parameters and n = nu + ny  and we have: 
 
x୩ሺtሻ ൌ ൝
yሺt െ kሻ                          1 ൑ k ൑ n୷      ሺ19ሻ   
 u ቀt െ ൫k െ n୷൯ቁ n୷ ൅ 1 ൑ k ൑ n୷ ൅ n୳  
 
Degree of a multivariate polynomial was determined considering to the biggest order among all 
terms. Since the NARX representation based on the parameters is linear, therefor linear regression can be 
used to estimate the parameters in selection of the determined structure. Identification of a NARX was 
performed in following stages: 
• Parameter Estimation 
• Select the structure that is divided into two parts: 
1 - Select the model order 
2 - Select which of the parameters are attended in model identification. 
Selection of model order is considered as a part of the chosen structure. Determination of model 
order limits the selection existing terms in polynomial. For NARX models, order of system can be defined as 
follows: 
 
(20) O≡ ሾn୳n୷ lሿ 
 
Where nu and ny are the maximum number of terms in NARX model with the dynamic terms and l 
is nonlinear order. As a result, the number of candidate terms for complex models will be numerous and itis 
difficult to select the optimal structure for the model. Choosing of the maximum number of terms pas a 
number of candidate terms for initial identification, we have: 
 
21) 
It makes easy to determine necessary Candidate values for estimation of optimal and safe of this 
parameter. For most non-linear systems NARX representation requires to few limited components only. 
However, increasing the order of system caused to increasing number of candidate terms for identification 
according to equation (21) simultaneously. 
 
3-2 Using Artificial Neural Network 
In this paper, an offline system identification based on single-input single-output (SISO) neural 
network model is considered for a laboratory heat exchanger. This model is based on autoregressive with the 
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independent inputs(ARX). Neural network is trained using Back Propagation algorithm. A general black box 
model for linear dynamical system is as follows: 
 




Aሺqሻ ൌ 1 ൅ aଵqିଵ ൅ aଶqିଶ ൅ ⋯൅ a୬ୟqି୬ୟ 
Bሺqሻ ൌ bଵqିଵ ൅ bଶqିଶ ൅⋯൅ a୬ୠqି୬ୠ Cሺqሻ ൌ 1 ൅ cଵqିଵ ൅ cଶqିଶ ൅⋯൅ a୬ୡqି୬ୡ 
     Dሺqሻ ൌ 1 ൅ dଵqିଵ ൅ dଶqିଶ ൅ ⋯൅ a୬ୢqି୬ୢ 
Fሺqሻ ൌ 1 ൅ fଵqିଵ ൅ fଶqିଶ ൅⋯൅ a୬୤qି୬୤ 
(22) 
u(t)System input, y(t) corresponding output of the system input, e(t) white noise with variance λ and 
na, nb, nc, nd and nf are the related polynomials order. Auto regressive Function model (AR), autoregressive 
moving average model (ARMA) and the state space with invariant forms (SSIF) model are special cases for 
presented model in equation (1). An autoregressive model with independent inputs (ARX) is presented as 
follows: 
 
(23) yሺtሻ ൅ aଵyሺt െ 1ሻ ൅ ⋯൅ a୬ୟyሺt െ nୟሻ ൌ bଵuሺt െ n୩ሻ ൅ bଶuሺt െ n୩ െ 1ሻ ൅⋯൅ b୬ୠuሺt െ n୩ െ nୠ ൅ 1ሻ 
 
nk is a delay from input to output. Calculated output of a nonlinear model can be obtained also as 
follows: 
 
(24) yොሺt|θሻ ൌ gሾyሺt െ 1ሻ, … , yሺt െ nୟሻ, uሺt െ n୩ሻ,… ,uሺt െ n୩ െ nୠ ൅ 1ሻሿ 
 
Where θ is coefficient matrix for u and y terms in equation 23 and g is a nonlinear function. 
Equation 23 can be wrote a function of vector of coefficients θ and a recursive function φ: 
 
θ ൌ ሺaଵ, … , a୬ୟ, bଵ, … , b୬ୠሻ 
(25) 
φሺtሻ ൌ ൫yሺt െ 1ሻ, … , yሺt െ nୟሻ, uሺt െ n୩ሻ ,… , uሺt െ n୩ െ nୠ ൅ 1ሻ൯ 
g൫t, θ, φሺtሻ൯ ൌ െaଵyሺt െ 1ሻ, . െa୬yሺt െ nୟሻ 
൅ bଵuሺt െ n୩ሻ൅,… ,൅ b୬ୠuሺt െ n୩ െ nୠ ൅ 1ሻ 
 
In the above equation, regression function φ(t)is depends on previous and present inputs and 
outputs. The calculated output value is as a function of θ and φ(t)that is written as follows: 
 
(26) yොሺtሻ ൌ yෝ൫tหθ෠൯ ൌ g ቀθ෠, φሺtሻቁ 
 
In the above equation θ represents the best possible value of weight coefficients. Selectivity of 
coefficients matrix θ෠for a nonlinear system with similar dynamics to a heat exchanger is very frustrating and 
can lead to decrease predicted model performance. This process will be more complicated for a MIMO 
system. There fore, recurrent feed forward (RFF) network can be used for modeling of heat exchanger 
including a hidden layer and an output layer. In this case, the output of the network is determined by the 
following function: 
 







                  Wଶ୨଴ሻ ൅Wଵ୧଴ 
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W1 and W2are weighting coefficients for two layers. x network input and F and G are the activation 
functions of neurons in the output and hidden layer respectively. The first step in the identification algorithm 
is choice of model that is very important. Various model compounds can be considered with constraints of 
error minimization. The second step is to build a regression matrix that its structure depends on chosen AR 
model. The third step is Network training. It is possible with different training algorithms. It can be shown 
that back propagation algorithm uses less time training comparing with other training methods and has more 
resistant towards identified noisy. Therefore, the regression function and its corresponding output data set are 
used for feed forward network training using back Propagation method. This method operates based on the 
minimization of the defined cost function by error between the actual output of system and the computed 
output by the network. The cost function to be minimized is calculated as follows: 
 
(28) Cost function ≡ Ep =ଵଶ Trace (D.*D') 
As D is defined as follows: 
D=Target – Y3 
Where Target the actual output of system and y3 is the calculated output by neural network. Due to 
implement a Back Propagation training algorithm in a multi-layer network a Flowchart is proposed as shown 




Figure 2. Provided Flowchart to implement back propagation training algorithm 
 
 
4. PERFORMANCE INDEXES 
4.1 SSE 
Sum of Squared Error (SSE) is defined as difference between each observation with the mean of the 
observations in a data set. The criterion is used to measure the variance value in a set that is defined as 
follows: 
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(29) SSE=∑ ሺx୧ െ xതሻଶ୬୧ୀଵ  
Where n is number of observations, xithe value of each observation and xതis the mean of all of 
observations in data set. 
 
4.1 MSE 
In this paper, Back Propagation training algorithm has been used in network training. During the 
training process, the weights and bias values for network are tuned to minimize the mean square error 







MSE =ଵ୒∑ Dሺkሻଶ୒୩ୀଵ ൌ 
1





Where N the number of collected data, D(k) neural network error, Target(k ) expremental values 
and Y෡ሺkሻ predicted values by the network. In this study, considered options for completion of the training 
process EP<0.015 and the number of iteration are set equal to 6000. In addition, MSE is second moment of 
error and thus is including both the variance of estimator and its bias according to the following equation: 
 
(31) MSE (Y෡)=Var (Y෡) + (Bias(Y෡),Target)2 
 
MSE is equal to zero that means the estimator anticipate a desired output with high and ideal 
resolution that this is not the case in practice. 
 
 
5. SIMULATION RESULTS 
5-1 Nonlinear Identification Result 
The data used in this simulation have been achieved from a liquid saturated steam heat exchanger 
which water using high pressure saturated steam inside of heated copper tubes. In this experiment, the 
temperatures of the vapor and input channels liquid are kept constant in nominal values. Some considerations 
preformed in two methods for identification, such as sampling time equal to 1 second and the number of 
collected samples equal to 4000 and choice of liquid flow rate (J) as heat exchanger input and the 





Figure 3. Nonlinear identification of heat exchanger without selecting of nonlinearity method 
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The nonlinear identification results with assignment a model to system are presented without 
nonlinearity in figure 3, wavelet nonlinearity in figure 4 and sigmoid nonlinearity in figure 5 respectively. 
Because of the dependence of conventional nonlinear methods to model assignment for prediction, the 










Figure 5.Nonlinear  identification of heat exchanger using "Sigmoid" method. 
 
 
The obtained results of nonlinear identification for assigned different models and also for 
identifying allocated for different nonlinearity methods are presented in Table 1. 
 
 
5-2 Identification Results Using Artificial Neural Network 
The obtained results for the prediction of the data derived from laboratory exchanger with 6000 
iteration and 5 neurons in the first hidden layer and 12 neurons in the second hidden layer using the Back 
propagation training algorithm and activation function sigmoid is presented in Figure 6. The best prediction 
and identification obtained for learning rate η equal to 0.4, 0.6 and 0.8. However, the prediction accuracy is 
much lower for η=0.2 value. Since the primary goal of an optimal estimation is minimization of the cost 
function defined based on the estimation error for the considered problem thus. The obtained results for the 
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error value for η equal to 0.2, 0.4, 0.6 and 0.8 are shown in Figure 7. As shown, the error value for the 
learning rate of 0.4, 0.6 and 0.8 is very low meanwhile for learning rate of 0.2 is very high. 
Results of neural identification for different learning rates based on performance indexes like cost 
function, the mean of error square and the sum of error squared resulting in estimation are given in Table 2. 
 
 
Table 1. Results of nonlinear identification using NARX methods 












































































































































Figure 6. The impact parameter η on forecasting real output 
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In this paper, the artificial neural network model was used to predict the heat exchanger considering 
to temperature of the outlet water as output system and rate of changes in inlet water as input. In comparison 
with conventional nonlinear models like NARX, this method do not need to model assignment and with 
considering to performance like  MSE and SSE and the cost function has a quick and accurate prediction. 
Consequently, the artificial neural networks model can be used as efficient tool in identifying heat exchanger 
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